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The effectiveness of ultraviolet irradiation at inactivating airborne pathogens is well proven, and the technology is also commonly
promoted as an energy-efficient way of reducing infection risk in comparison to increasing ventilation. However, determining how
and where to apply upper-room Ultraviolet Germicidal Irradiation devices for the greatest benefit is still poorly understood. This
article links multi-zone infection risk models with energy calculations to assess the potential impact of a Ultraviolet Germicidal
Irradiation installation across a series of inter-connected spaces, such as a hospital ward. A first-order decay model of ultraviolet
inactivation is coupled with a room air model to simulate patient room and whole-ward level disinfection under different mixing
and ultraviolet field conditions. Steady-state computation of quanta-concentrations is applied to the Wells–Riley equation to predict
likely infection rates. Simulation of a hypothetical ward demonstrates the relative influence of different design factors for susceptible
patients co-located with an infectious source or in nearby rooms. In each case, energy requirements are calculated and compared to
achieving the same level of infection risk through improved ventilation. Ultraviolet devices are seen to be most effective where they
are located close to the infectious source; however, when the location of the infectious source is not known, locating devices in patient
rooms is likely to be more effective than installing them in connecting corridor or communal zones. Results show an ultraviolet
system may be an energy-efficient solution to controlling airborne infection, particularly in semi-open hospital environments, and
considering the whole ward rather than just a single room at the design stage is likely to lead to a more robust solution.
Introduction
It is well recognized that Ultraviolet Germicidal Irradiation
(UVGI) systems can reduce the concentration of airborne
pathogens in a room and, hence, reduce the risk of infec-
tion to occupants. Ultraviolet (UV-C) air disinfection is also
commonly promoted as an energy-efficient way of reducing in-
fection risk in comparison to increasing ventilation. However,
determining how and where to apply UVGI devices for the
greatest benefit is still poorly understood. Upper-roomUVGI
systems in particular have been advocated for their potential
©Catherine J.Noakes,M.Amirul I.Khan, andCarlA.Gilkeson
This is an Open Access article distributed under the
terms of the Creative Commons Attribution License (http://
creativecommons.org/licenses/by/3.0), which permits unre-
stricted use, distribution, and reproduction in any medium, pro-
vided the original work is properly cited. The moral rights of the
named author(s) have been asserted.
Received April 28, 2014; accepted October 29, 2014
Catherine J. Noakes, PhD, CEng, is a Professor. M. Amirul I.
Khan, PhD, is a Research Fellow. Carl A. Gilkeson, PhD, is a
Teaching and Research Fellow.
∗Corresponding author e-mail: C.J.Noakes@leeds.ac.uk
tominimize transmission inmulti-occupant spaces. These sys-
tems deliver an open ultraviolet (UV) irradiation field to the
upper zone of a room, created through baffled lamps located
above the heads of occupants. Through ventilation flows and
convective currents, airborne microorganisms in the room are
circulated through this UV field and inactivated. Disinfection
effectiveness has been demonstrated through laboratory stud-
ies in terms of reducing the level of viable microorganisms
in the air (Miller et al. 2002) and directly in clinical studies
where reduced rates of human to guinea pig transmission are
reported (Escombe et al. 2009). While such data offer proof
of performance, it is difficult to translate experimental find-
ings into design of a system and the influence of different
parameters.
Mathematical modeling offers a means of exploring de-
sign options and can consider impact on infection and device
effectiveness. Several studies have sought to quantify the rela-
tionships between room airflow, UV power, and disinfection
performance. Analytical models based on mixed airflow as-
sumptions (Riley and Permutt 1971; Nicas and Miller 1999;
Noakes et al. 2004a) have been applied to relate UV output
and ventilation parameters to infection risk. These models
assume uniform upper-zone UV irradiance and use coeffi-
cients to represent interzonal mixing. Despite their simplicity,
they compare well to computational fluid dynamics (CFD)
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models (Noakes et al. 2004b) and are consistent with behavior
measured in experimental studies (Miller et al. 2002). More
recent studies have used CFDmodeling to explore interaction
between airflow, UV dose, and microorganism inactivation
in greater detail (Noakes et al. 2004b, 2006; Sung and Kato
2010;Gilkeson andNoakes 2013; Zhu et al. 2013). Thesemod-
els enable a much more detailed assessment of the interaction
between the local airflow pattern and a 3D upper-room UV
field and can be used to assess the level of detail required in
such a model (Gilkeson and Noakes 2013), risk to patients in
hospital scenarios (Sung and Kato 2010), and effect of includ-
ing a room mixing fan (Zhu et al. 2013).
Although these approaches enable quantification of the
potential microbial reduction due to upper-room UV devices
and their relationship with ventilation flows, they are all
applied to single-room scenarios. The majority of indoor
environments comprises multiple connected spaces and
cannot be described through a single-zone model. Any spaces
with transfer of air between them also have the potential for
transfer of airborne infection. However, a control strategy
implemented in one room will also have an impact on
airborne infection risk in neighboring spaces, and this is likely
a positive benefit. In the case of an upper-roomUVGI system,
could a wall- or ceiling-mounted upper-room device installed
in just one room provide adequate protection to all occupants
in a hospital ward, or is it necessary to install one or more
of these devices in all rooms? Should upper-room UV devices
also be installed in corridor/communal spaces, or just those
rooms that are deemed to be high risk? Clearly installing more
UV devices has a capital, energy, and maintenance cost, but is
this justified? And how does a UVGI system compare to the
conventional approach of increasing ventilation rates both
in terms of potential for reducing infection risk and energy
efficiency? Ultimately the decision to install a UV system may
well be determined by financial constraints; however, those
tasked with making the decision currently have limited means
of making an assessment of the infection control benefits and
the energy requirements of different numbers and locations
of devices and how this compares to conventional ventilation
approaches.
This article aims to develop a numerical model framework
that can enable the combined evaluation of the likely airborne
infection risk and energy requirements resulting from the in-
stallation of one or more upper-roomUVGI devices within an
inter-connected space, such as a hospital ward.A zonalmixing
model is coupled with room-specific upper-zone average UV
fields and a first-order microbial decay equation to simulate
both UV dose and infectious microorganism distributions at
room and ward levels. Infection risk to occupants is evaluated
using the Wells–Riley model and is combined with annual en-
ergy calculations for a number of possible design scenarios to
determine the influence of factors, including ventilation rate,
number and location of UV devices, disease, and location of
infectious source on both the infection risk and the energy use.
This is used to show how the approach may aid the selection
of a suitable design, at a whole-ward level, in terms of mini-
mizing energy use and infection risk given a particular set of
constraints.
Modeling approach
UV performance
UV-C irradiation damages the DNA of airborne microorgan-
isms, resulting in mutations and, ultimately, cell death. The
effectiveness of a UV system depends on both the dose of
UV irradiation, or fluence, that an airborne microorganism
receives and the species of microorganism. UV dose D (J/m2)
is a cumulative quantity that is defined as the product of the
UV irradiance E (W/m2) and the duration of exposure t (s):
D = Et. (1)
This can be related to microorganism concentration over
time through a decay model; in the simplest case, the fraction
of airborne microorganisms remaining with time ϕ(t) can be
expressed as
φ(t) = e−kD = e−kEt. (2)
Here k is a microorganism susceptibility constant (m2/J;
sometimes denoted Z) that is species dependent and experi-
mentally derived. Typical values for a range of microrogan-
isms are presented in a number of sources, with Kowalski
(2009) presenting themost comprehensive compilationof pub-
lished values from numerous experimental studies. Equation
1 represents a first-order decay assumption that is realistic
for many microorganisms, including Mycobacterium tubercu-
losis and otherMycobacterium species in air (Kowalski 2009).
Other models incorporating a threshold dose or two-stage de-
cay characteristics have been proposed for certain pathogens
(Kowalski 2009).
Zonal mixing model
Modeling UV dose or microorganism inactivation in an
upper-room UV system requires consideration of both the
airflow and irradiance fields, as it is the interaction between the
two that determines performance. The airflow model follows
the zonal approaches described inNoakes et al. (2004a, 2004b)
and Noakes and Sleigh (2009). Each room or bay within a
hospital ward is treated as a two-zone space, with a lower
occupied zone in room i (volume VLi) comprising the larger
part of the room and an upper zone (volume VUi) where UV
fixtures are assumed to be located, as shown in Figure 1. Air
within each zone is assumed to be fully mixed, but the transfer
between upper and lower zones is assumed to be incomplete
mixing and is characterized by a dimensionless mixing factor
β (Beggs and Sleigh 2002). Ventilation air is assumed to be
extracted from the lower zone at rateQi, and contaminant-free
air supplied at the same rate to either the upper or lower
zone. Flow between adjacent zones is characterized by an
inter-room flow rate γ ij. Both β and γ ij are constant for a
particular scenario, assuming that the within-room mixing
and inter-room transfer is the same throughout the ward.
Infectious microorganisms in the air are modeled in terms
of “infectious quanta,” a commonly used term to represent
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Fig. 1. Upper-room UV installation and model air mixing as-
sumptions in two connected rooms, room i (left) and j (right).
Case assumes air is supplied and extracted in the lower zone of
each room and infectious sources are only present in room i.
concentration and infectiousness of a particular pathogen
(Wells 1955). This is treated as a deterministic variable and
is assumed to be released at a constant rate qi (quanta/s) in
the lower zone of any room containing Ii infectors. For the
case shown schematically in Figure 1, the concentration of in-
fectious quanta in the ith lower zone CLi and upper zone CUi
can be approximated by considering the quanta generation,
ventilation removal, and inter-zonal transfers for each case to
give Equations 3 and 4:
VLi
dCLi
dt
= qi Ii − QCLi − βQCLi + βQCUi −
∑
j
γi jCLi
+
∑
j
γ j iCLj , (3)
VUi
dCUi
dt
= βQCLi − βQCUi − kEiVUiCUi . (4)
Here the final term in Equation 4 expresses the rate of
removal due to the upper-zoneUV field. If an upper-roomUV
device is present in a room, an average irradiance Ei (W/m2)
is defined in the upper-zone of the room as detailed later. By
differentiating Equation 2, this final rate term as a function of
irradiance Ei and microorganism susceptibility constant k are
obtained. The natural decay ofmicroorganisms is not included
in the model, as this is assumed to be the same with or without
the presence of UV in the room.
As shown in Noakes et al. (2006), UV dose can also be
treated as a non-diffusive cumulative scalar parameter to sim-
ulate the distribution of dose in a room. The same approach
can be applied in a zonal ventilationmodel, in a similar way to
modeling the concentration of infectious quanta. For the case
shown in Figure 1, with ventilation air entering and leaving
the lower zone of each room, the upper (DUi) and lower (DLi)
zone dose can be modeled for room i by Equations 5 and 6.
The final term in Equation 6 represents the rate of increase
of dose due to the upper-room irradiance field, which is the
derivative of Equation 1, as shown in Noakes et al. (2006):
VLi
dDLi
dt
= −QDLi − βQDLi + βQDUi −
∑
j
γi j DLi
+
∑
j
γ j i DLj , (5)
VUi
dDUi
dt
= βQDLi − βQDUi + EiVUi . (6)
Under steady-state conditions, Equations 3–6 are equal to
zero for each zone and yield a set of equations that can be
solved through a Gaussian elimination technique, as shown in
Noakes and Sleigh (2009) to find the dose or quanta concen-
tration for each zone.
Infection risk model
Infection risk is modeled using the Wells–Riley equation (Ri-
ley et al. 1978). This relates the number of infective people in a
space I , the room ventilation rate Q (m3/s), and the quantity
of infectious material in the air to predict the probability of
infection (Pr) for a susceptible person over a period of time t
(s):
Pr = 1 − e− IqptQ . (7)
Here p (m3/s) is the pulmonary ventilation rate of suscepti-
ble individuals, while q represents the infectious quanta gener-
ation rate (quanta/s). Equation 7 can be related to Equation 3
by replacing the term qI/Q with the quanta concentration for
each occupied lower zoneCLi. In each zone, the mean number
of likely new cases of infection Ni over a time period t can be
modeled by multiplying by the number of susceptible people
in the zone Si:
Ni = Si
(
1 − e−CLi pt) . (8)
In all cases, a pulmonary ventilation rate of 10 L/min (0.35
cfm) is assumed, which is realistic for an adult. Infection risk is
evaluated over a 24-h period, assuming continuous occupancy
and quanta generation.
Energy
In each scenario, the energy requirements of the ventilation
system and UVGI devices are assessed alongside the micro-
bial removal performance. In all cases, it is assumed that ven-
tilation is provided by mechanical means and that both the
ventilation and UV systems operate continuously. Ventilation
energy calculations follow Noakes et al. (2012); fan energy is
assumed to require 2 W/l/s (56.6 W/ft3/s), while ventilation
heat loss is determined using the degree-day approach assum-
ing 50% heat recovery and 2100 degree-days per year (typical
for London, UK).
Energy consumption of the UV devices depends on the
specific device power consumption, how much is converted to
UV-C energy, and how well that is distributed within a room.
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102 Science and Technology for the Built Environment
Table 1. Variation in energy performance and plane average irradiance with device and zone area.
Device Power (W) Coverage area, m2 (ft2) Eplane (W/m2) Performance coefficient, η
WM136 36 4(43.1) 0.271 0.030
WM136 36 6.25(67.3) 0.173 0.030
WM136 36 9(96.9) 0.124 0.031
WM136 36 14(150.7) 0.09 0.035
WM236 72 4(43.1) 0.687 0.038
WM236 72 6.25(67.3) 0.472 0.041
WM236 72 9(96.9) 0.338 0.042
WM236 72 14(150.7) 0.267 0.052
Suitable values are determined for the current model by con-
sidering measured data from commercially available devices.
As shown in Gilkeson andNoakes (2013), a UV device creates
a 3D irradiance field in a room, typically concentrated over
a narrow horizontal band with high irradiance close to the
device and rapid decay governed by the inverse square law at
increasing distance. The average field irradiance therefore de-
pends on the number of devices and their particular location
in a room. Values used here are based on the performance of
two commercially available wall-mounted devices, Lumalier
WM136 and WM236. Irradiance fields for these devices have
been previously measured in a 3.35 m3 (W ) × 4.26 m3 (L) ×
2.26 m3 (H) 11 ft3 (W ) × 14 ft3 (L) × 7.4 ft3 (H)) chamber
and implemented as empirical models within a CFD model
(Gilkeson and Noakes 2013). This model is used here to de-
termine plane average irradiances Eplane (W/m2) through the
center of the devices mounted in differently sized zones. In
each case, an energy performance coefficient η is calculated
from the plane average irradiance, the area of the zoneA (m2),
and the manufacturer supplied power consumptionW (W) as
η = Eplane A/W. (9)
Table 1 shows the plane average irradiance and perfor-
mance coefficient for the two devices in four differently sized
zones. It is clear that the performance depends on both the
device and its location. The WM236 device contains twice the
lamps and consumes twice the power of the WM136, but it
is clearly more effective, as the average irradiance is between
2.5 and 2.9 times the irradiance in the same sized zone. It
can also be seen that the relative energy performance varies
within and between devices. Although the relationship be-
tween upper-zone irradiance and lamp power consumption is
clearly not straightforward, it is necessary to assume a value
for the purposes of carrying out energy calculations. In this
case, a conservative value of η = 0.03 is chosen, based on the
worst case in Table 1. This value is used in Equation 9 to cal-
culate a suitable UV device power consumption for a given
irradiance and room area specified in the model.
Multi-room application
The model is applied to a hypothetical six-zone hospital ward,
as shown in Figure 2. It is assumed that there were six occu-
pants in each of the fourward bays and twooccupants (nursing
staff) in each of the two corridor zones. Although continuous
occupancy of a corridor zone may not be experienced in re-
ality, it represents a worst-case scenario and is a reasonable
approximation in the case where nursing stations or reception
areas are located in these zones. Simulations assume there is
one infectious person on the ward, located in ward bay 1 or in
corridor zone 5. Ward bays have a floor area of 60 m2 (646 ft2)
and corridor zones an area of 30 m2 (323 ft2). All zones are
assumed to have a ceiling height of 2.7 m (8.86 ft), with the
upper zone defined as the top 0.7 m (2.3 ft). Volume average
irradiance E for this zone is calculated from a specified plane
average Eplane, assuming that the UV device output is over a
10-cm (3.9-in.) band and that the average irradiance over this
band was 60% of the peak value at the center. This is based on
measurements (Gilkeson and Noakes 2013) that showed the
peak was typically 57%–58% higher than the mean for the two
devices tested in their study.
Infection risk calcuations are based on suitable parame-
ters for tuberculosis (TB). Quanta generation rate for TB has
been calculated in a number of studies and shown to vary
substantially from 0.3–44 quanta per hour, with values over
200 quanta/h in the case of “superspreaders” (Escombe et al.
2009). In this study, a value of 12 quanta/h is used for the ma-
jority ofmodels, based on calculations from an office outbreak
reported by Nardell et al. (1991). A value of 50 quanta/h is
applied in some scenarios to examine the influence of hav-
ing a high generator. Susceptibility ofM. tuberculosis bacteria
Fig. 2.Hypothetical ward layout showing inter-zone connections.
Zones 1–4 are ward bays each containing six occupants; zones 5
and 6 are corridor/communal zones each containing two occu-
pants.
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Table 2. Ventilation, infector location, and UV scenarios for re-
sults in Figures 3 and 4.
Ventilation Infector Inter-zone
Scenario rate (ACH) zone UV mixing, γ (m3/s)
1a 3 1 None 0.1
1b 0.2
1c 0.01
2a 6 1 None 0.1
2b 0.2
2c 0.01
3a 3 1 Zone 1 0.1
3b 0.2
3c 0.01
4a 3 1 Zones 1–4 0.1
4b 0.2
4c 0.01
5a 3 1 Zones 5 and 6 0.1
5b 0.2
5c 0.01
6a 3 1 All zones 0.1
6b 0.2
6c 0.01
7a 3 5 None 0.1
7b 0.2
7c 0.01
8a 6 5 None 0.1
8b 0.2
8c 0.01
9a 3 5 Zone 1 0.1
9b 0.2
9c 0.01
10a 3 5 Zones 1–4 0.1
10b 0.2
10c 0.01
11a 3 5 Zones 5 and 6 0.1
11b 0.2
11c 0.01
12a 3 5 All zones 0.1
12b 0.2
12c 0.01
to UV-C irradiation also varies, with k-values in the range of
0.23–0.55m2/J as cited byNational Institute forOccupational
Safety andHealth (NIOSH; 2009).Here a representative value
for TB of 0.4 m2/J is assumed for all calculations. Ventilation
rates in the ward are assumed to be the same in all areas and
varied between 3 and 15 AC/h. The mixing coefficient within
each zone β is set at 3.5, based on typical values from CFD
models for mechanically ventilated rooms in the absence of a
mixing fan (Noakes et al. 2004b). Simulations are conducted
for three values of the inter-zonal flow rate between the six
zones of 0.01, 0.1, and 0.2 m3/s (21.2, 212, and 424 cfm).
These values were selected to represent three cases. The low-
est value is equivalent to ∼7.5% of the base ventilation rate
of 3 AC/h in the ward areas and is intended to approximate
a case where rooms are separated by closed doors but have
no specific pressurization and doors are likely to be opened
frequently and at times are left open for short periods. Eames
et al. (2009) indicated that the exchanged volume from a door
opening is up to 5% of the room volume; an exchange rate
of 0.01 m3/s is equivalent to seven to eight door movements
in an hour assuming 3% of the room volume is moved. The
two higher values of 0.1 and 0.2 m3/s are intended to repre-
sent hospital wardswith substantialmixing between the zones,
which may occur where doors are permanently open or ward
layouts that are separated into open bays with relatively free
air paths between zones.
The model is initially run for the ventilation and air disin-
fection system scenarios set out in Table 2 for a single infector
in either zone 1 or zone 5. Table 3 presents the calculated vol-
ume average UV dose for the six zones in each of the scenarios
with UV devices present in Table 2. In each case, with UV
devices active, an average plane irradiance through the center
of the UV zone of 0.2 W/m2 is assumed, based on a fairly
conservative estimates from the range of values given in Ta-
ble 1. For the cases with UV in all zones (scenarios 6–12), the
dose is evenly distributed and is unaffected by the inter-zonal
airflow. However, in other cases, the airflow has an influence
on the dose distribution. This is particularly noticeable for
scenarios 3 and 9, with UV only present in zone 1. At the two
higher inter-zone flow rates, this device has a noticeable im-
pact on neighboring spaces; however, at the lowest inter-zone
flow rate, there is minimal influence of this UV device in the
neighboring zones.
Results
Airborne pathogen distribution
Figure 3 shows the predicted distribution of airborne quanta
for all the scenarios outlined in Table 2 for an infector in ward
zone 1 (Figures 3a–3c) and an infector in corridor zone 5
(Figures 3d–3f). Quanta generation rate is 12 quanta/h, and
quanta concentrations are normalized relative to the concen-
tration in the infector zone in scenario 1a, with an inter-zone
flow rate of 0.1 m3/s (212 cfm). As expected, concentrations
are highest close to the infectious patient (zones 1 or 5) and de-
crease with distance. Increasing the mixing between the zones
reduces the concentrations in the source zone but increases
concentrations in all other zones. Quanta concentrations are
generally higher with an infector in the corridor zone than in
a ward bay.
It can be seen in both infector scenarios that all interven-
tions are beneficial compared to scenario 1a (3 air changes per
hour [ACH], with no UV), with the most effective approaches
doubling the air change rate (scenarios 2 and 7) or adding UV
devices into all zones (scenarios 6 and 12). In the case where
the infector is located in ward zone 1, adding UV devices to
this zone and to all ward zones is also effective. Adding UV
devices in the corridor zones is less effective, although it still
has a clear benefit for all but the source zone. In the case of an
infector in the corridor zone, the addition of UV in the corri-
dor is more beneficial than when an infector is in a ward, but
the greatest quanta reductions are predicted with UV devices
added to all wards or all zones. The results also indicate that
in the case with the lowest inter-zonal flow rate, interventions
are only effective where they are applied in the infector zone,
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Table 3. Calculated UV dose distributions for results in Figures 3 and 4.
Volume average UV dose (J/m2)
Scenario Zone 1 Zone 2 Zone 3 Zone 4 Zone 5 Zone 6
3a/9a 2.292 0.148 0.039 0.039 0.549 0.144
3b/9b 1.993 0.264 0.093 0.093 0.620 0.220
3c/9c 2.770 0.006 0.0003 0.0003 0.157 0.009
4a/10a 2.518 2.518 2.518 2.518 1.385 1.385
4b/10b 2.444 2.444 2.444 2.444 1.680 1.680
4c/10c 2.781 2.781 2.781 2.781 0.333 0.333
5a/11a 0.346 0.346 0.346 0.346 1.479 1.479
5b/11b 0.420 0.420 0.420 0.420 1.184 1.184
5c/11c 0.083 0.083 0.083 0.083 2.531 2.531
6a/12a 2.864 2.864 2.864 2.864 2.864 2.864
6b/12b 2.864 2.864 2.864 2.864 2.864 2.864
6c/12c 2.864 2.864 2.864 2.864 2.864 2.864
and there is only a minimal benefit on neighboring zones. This
is not surprising, as limiting the airflow between zones is pro-
viding the bulk of the protection to occupants located away
from the infectious source.
Energy and infection risk
Although the results in Figure 3 give an insight into the dis-
tribution of an airborne pathogen in the different scenarios,
selecting a suitable intervention requires considering what this
means in terms of infection risk and the resource implications
of each of the schemes. Figure 4 shows the predicted annual
energy consumption and total number of new infection cases
in a 24-h period for scenarios 1a–6c in Table 2, with an infector
in ward zone 1 generating 12 quanta/h. It can be seen that in
all cases, the lowest infection risk occurs with a ventilation rate
of 3 ACH and UV devices operating in all rooms (scenario 6),
yet the energy use in this case is high. The lowest energy on
the other hand is scenario 1 with a low air change rate and
no UV devices, but this has the highest infection risk in all
cases. All scenarios with UV devices active result in an energy
consumption that is less than increasing the air change rate
to 6 ACH, and in the case of scenarios 4 and 6, the infection
risk is also lower. This gives support to the potential for UVGI
be a more energy-efficient form of infection control than the
conventional approach of increasing the fresh air exchange
rate. The results also give further insight into the benefits in
different designs of environments. It can be seen in all cases
that an increased inter-zonal airflow rate results in an increase
in likely infection risk for the same energy, despite Figure 3
showing that the risk close to the source patient is likely to de-
crease. However the additional benefit derived from multiple
UV fixtures, when the infector zone is known, is only apparent
where there is high air exchange between zones. With a low
inter-zone air exchange rate, installing UV in the infector zone
(scenario 3c) is likely to reduce infection risk significantly for
only a small increase in energy consumption compared to ven-
tilation alone. However in this case, application of UV devices
in other zones (4c AND 6c) has only a small predicted benefit
from an infection control perspective.
Figure 5 considers the influence of disease and infector
parameters. In Figure 5a, results are presented to compare
infection risk and energy for the scenarios in Table 2 at an
inter-zonal flow rate of 0.1 m3/s with the infector in zone 1
(scenarios 1a–6a) or zone 5 (7a–12a). It can be seen that at
3 ACH with no UV (scenarios 1a and 7a), the overall risk is
similar regardless of the location of the infector. In scenarios
2a, 8a, 6a, and 12a, the risk is lower with the infector in zone
5 rather than zone 1, while in scenarios 4a and 10a, the risk is
lower when the infector is in zone 1. In the case of scenarios 3a,
9a, 5a, and 11a, both have comparable energy requirements
yet, there is a substantial difference in infection risk depend-
ing on the location of the infector. This is logical, as in all
scenarios the infection risk is lowered when a UV device is
placed in the infector zone. Figure 5b gives some insight into
the disease parameters by running scenarios 1a–6a consider-
ing a normal (12 quanta/h) and high (50 quanta/h) quanta
generation rates. The results indicate that the relative impact
of all the interventions is the same; however, the effectiveness
in practice will depend on the disease characteristics.
The results in Figures 4 and 5 indicate that installation of a
UV systemmay be amore energy-efficient option for infection
control than increasing ventilation. The results, however, in-
dicate that there is always a trade-off between the investment
of energy requirements and the infection risk, and the most
suitable system is not immediately apparent. The most appro-
priate system will depend on the disease, ward design, and
occupants and may be a combination of increased ventilation
with UV in one or more zones.
To explore this further a parametric study was carried out
to investigate the relative contribution of UV and ventilation
combined to both energy and infection risk. An extended opti-
mal Latin hypercube (EOLH) technique (Toropov et al. 2007)
was used to create a design of experiments to sample potential
design options with an air change rate between 3 and 12 ACH
and UV with an average plane irradiance of 0.2 W/m2 in any
single zone, in the two corridor zones (5 and 6), or in all the
ward zones (1–4). The model assumed an inter-zonal flow rate
of 0.1 m3/s and an infector in zone 1 with a quanta generation
rate of 12 quanta/h. For each combination of parameters,
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Fig. 3. Impact of ventilation rate, inter-zonal mixing, UV device operation, and infector location on relative airborne quanta
concentration in all six zones. a. Inter-zone flow rate 0.1 m3/s, infector zone 1. b. Inter-zone flow rate 0.2 m3/s, infector zone 1. c.
Inter-zone flow rate 0.01 m3/s, infector zone 1. d. Inter-zone flow rate 0.1 m3/s, infector zone 5. e. Inter-zone flow rate 0.2 m3/s,
infector zone 5. f. Inter-zone flow rate 0.01 m3/s infector, zone 5.
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Fig. 4. Infection risk and energy use for scenarios 1a–6c. a. Infection risk over a 24-h period compared to annual energy for interzonal
flow rates of 0.1 and 0.2 m3/s. b. Infection risk over a 24-h period compared to annual energy for interzonal flow rates of 0.1 and
0.01 m3/s. c. Annual energy consumption for the six scenarios.
the 24-h infection risk and annual energy was calculated and
plotted in terms of the percent of increase in energy and per-
cent of reduction in infection based on the case with 3 ACH
and no UV devices. The change and infection risk resulting
from an increase in ventilation rate only is also plotted. The
simulated design options are shown in Figure 6.
It can be seen from the results in Figure 7 that the relation-
ship between energy and predicted number of cases follows
two clusters of curves. The solid line results from increasing
air change rate alone, and the other points clustered near this
line result from adding devices in zones where there is no in-
fector. It can be seen that just adding a device in a single zone
where there is no infector (zones 2 and 4 shown) has no benefit
for a given energy consumption and, in some cases, requires
more energy than would be needed to achieve the same in-
fection reduction using ventilation alone. Installing devices in
the corridor (zones 5 and 6) has a marginal benefit in terms
of reducing infection at the same energy cost with a greater
effect at lower air change rates. The second curve is generated
where there is a UV device in the source zone (zone 1), with
the points separated to show this zone only and addition of
devices in all patient zones. Energy consumption is dominated
by ventilation, with theUV devices contributing between 3500
and 14,000 kWh (11.9 to 47.8MBtu) to the total consumption.
Discussion
The study presented here shows that it is feasible to ex-
tend zonal models for upper-room UV device performance
that have previously been applied to single zones to a multi-
zone environment, such as a hospital ward. The study also
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Fig. 5. Infection risk compared to energy for the scenarios in Table 2 at an inter-zonal flow rate of 0.1 m3/s. a. Influence of infector
location. b. Influence of quanta generation rate.
shows that by considering energy and infection risk together,
it is also possible to compare different design approaches at
a whole environment level in terms of their infection con-
trol benefits and additional energy requirements. Although
the model framework presented here offers a potential ap-
proach to assessing feasibility of an infection control sys-
tem, it is important to consider the validity of the models
and the limitations in the physics and applicability of the
model.
UV disinfection model
The model presented here applies a first-order decay model
to simulate the inactivation of microorganisms in response
to a UV field. This model is widely applied in assessing in-
Fig. 6. EOLH (Toropov et al. 2007) design of experiments based
sampling of potential design options forACHandUV in different
zones. Here UV cases 1–6 represent UV in single zones 1–6, case
7 represents UV in the two corridor zones (5 and 6), and case 8
represents UV all ward zones (1–4).
duct (Kowalski 2009) and upper-room (Noakes et al. 2004a;
Miller et al. 2002; Nicas and Miller 1999) UV disinfection
devices and can be applied with a reasonable degree of con-
fidence to a range of microorganisms. The model is based
on numerous experimental observations of the UV disinfec-
tion process in laboratory environments (Riley et al. 1976;
Ko 2000; Peccia and Hernandez 2001, 2002; Xu et al. 2003)
with microorganism susceptibility data also derived from ex-
perimental studies. Although studies report some variation in
susceptibility values (Kowalski 2009), for most microorgan-
isms, the reported data are similar between studies. In the case
of TB considered here, Riley et al. (1976) reported a suscepti-
bility constant of 0.47 m2/J, which is consistent with the range
of 0.23–0.55 m2/J indicated by NIOSH (2009). As Mycobac-
terium tuberculosis is a difficult and dangerous microorganism
Fig. 7. Infection risk compared to energy for ventilation 3–15
ACH and UV in one or more zones.
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to work with, many researchers have based analysis on related
species, with k-values in the range 0.12–0.24 m2/J reported
for Mycobacterium bovis BCG (Riley et al. 1976; Ko 2000;
Peccia and Hernandez 2002) and 0.12–0.18 m2/J reported for
Mycobacterium parafortuitum (Peccia and Hernandez 2001;
Xu et al. 2003). Although the k-values are slightly lower,
these two surrogate species show consistent behavior, are of
an order of magnitude similar to TB, and are widely used
in laboratory UV assessments. Susceptibility data are avail-
able for a number of other bacteria and fungi in air, including
Serratia marcesens, Escherichia coli, Pseudomonas aeruginosa,
Staphyloccus aureus, and Aspergillus spp (Kowalski 2009).
Data are also available for some viruses; however, there are
only limited data on the susceptibility of some important res-
piratory pathogens, including influenza (Jensen 1964).
Zonal modeling approach
The zonal modeling approach has two aspects that need to be
considered: the means of modeling the movement of air and
airborne microorganisms within a building and the validity of
assuming a room can be treated as a two-zone space with a
uniform upper-room UV field to model the disinfection pro-
cess. In terms of modeling the building airflow, the approach
applied here is considerably simplified. In a real environment,
ventilation rates in different spaces are unlikely to be the same
and may vary between neighboring rooms depending on de-
sign, occupancy, and weather. The flow within a zone will be
affected by thermal plumes from people and equipment; in
many cases, this will promote mixing and will be beneficial,
but in some cases, for example, with displacement flows, it may
be detrimental to infection control (Li et al. 2011). The flowbe-
tween zones will depend not only on the layout and ventilation
design but also on the movement of people between zones and
whether doors are opened or closed. The model here assumes
a steady-state environment that may be realistic for mechan-
ically ventilated rooms with stable occupancy. However, in
cases with high activity or natural ventilation, flows are likely
to be dynamic and less predictable, although several studies
have shown that high ventilation rates can be achieved in natu-
rally ventilated environments (Qian et al. 2010; Gilkeson et al.
2013). The simplified airflow model is deliberately adopted
here to demonstrate the behavior of the various parameters
that determine upper-room UV performance in a simplified
environment without dealingwith the complications and com-
putational requirements of modeling and evaluating transient
airflow in real environments. Through parametric study, the
relative influence of ventilation rate and inter-zone flow pa-
rameters are considered and shown to be significant factors
in design. Application of the approach to a real environment
would benefit from a more accurate modeling approach to
evaluate the building specific airflow pathways and, hence, the
likely distribution of any airborne contaminant. This could
be done through a ventilation network model, such as CON-
TAM, or one of the many commercially available building
simulation tools or even modeling a ward zone within a CFD
simulation to assess the likely spatial distribution of infectious
material in a real situation. In the case of CFD approaches,
steady-state airflow models without the movement of people
have been shown to have reasonable correlation with infection
cases seen in ward (Wong et al. 2010) and building (Yu et al.
2004) outbreaks.
Applying a two-zone model within each room space to
simulate the UV disinfection process has been shown in a pre-
vious study to give realistic predictions. Although the model
does not capture the detail of the airflow patterns, compari-
son with CFD simulations that include both the 3D airflow
patterns and 3D UV fields (Noakes et al 2004b) shows that
with an appropriate mixing coefficient β, the zonal model is
capable of accurately predicting the zone average concentra-
tions in the upper and lower zones of the room. The value
of β = 3.5 selected in the current study is based on values
derived from CFD models (Noakes et al. 2004b) and is repre-
sentative of a room with a dilution ventilation system that has
reasonable, but incomplete, mixing. Higher levels of mixing,
represented by higher values of β, increase the effectiveness
of the upper-room UV devices; the value selected here is a
realistic but fairly conservative choice. CFD or experimen-
tal studies of room airflows with different ventilation systems
and/or heat loads would enable determination of values of β
for different cases.
In the current study, all simulations were conducted with
a plane average UV irradiance of 0.2 W/m2 in scenarios with
UV present. This was selected based on likely performance
of commercially available devices derived from measurements
(Gilkeson and Noakes 2013). Although the influence of this
parameter was not considered in the current study, the value
selected is realistic and is below the plane average irradiance of
0.3–0.5 W/m2 recommended by NIOSH (2009), and it there-
fore represents a reasonably conservative estimate of the UV
irradiance that can be achieved. The actual plane irradiance
in a particular room will depend on both the choice of upper-
room UV device and the placement relative to the geometry
of the room. CAD models incorporating ray-tracing can be
used to determine UV field distributions for different fixtures
and room layouts (Rudnick et al. 2012). However, the disin-
fection capability also depends on the interaction of the UV
field with the airflow; CFD simulations show that the same
device placed in a different location relative to the ventilation
flow can result in substantially different UV doses (Noakes
et al. 2006).
Infection model
The Wells–Riley model applied to estimate infection risk has
been widely applied, particularly in TB studies, but has also
been recognized as having limitations. The model is uncertain
for transient and small populations where stochastic effects
are important in the transmission process (Noakes and Sleigh
2009). The model is based on Wells’s (1955) concept of defin-
ing a “quanta” of infection, which is an approximation of
the real infection process, combining the pathogen virulence
and concentration as well as the host response. Quanta values
are typically calculated from past outbreaks, which may be
based on unreliable outbreak or ventilation data. While there
are several studies that report quanta values for TB (Nardell
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et al. 1991; Beggs et al. 2003; Escombe et al. 2007, 2008),
there are limited data for other pathogens. Values have been
reported for influenza (Rudnick and Milton 2003; Liao et al.
2005), measles (Riley et al. 1978), and SARs (Liao et al. 2005),
which could, with appropriate UV susceptibility data, be used
to conduct preliminary assessments into effectiveness against
these pathogens. However, further data would be required to
carry out reliable calculations relating to infection risk for
other diseases. The model also has limitations in application
to pathogens where infection cannot be assumed to be repre-
sented as an exponential dose-response, where a single large
dose of infectious material is the same as smaller doses ar-
riving over a shorter time period (Pujol et al. 2009). These
issues were discussed in some detail in Noakes and Sleigh
(2009). Development of a stochastic version of the present
model would be a beneficial future development to deal with
small populations and better characterize uncertainty in the
results (Noakes and Sleigh, 2009; Noakes et al. 2012). Appli-
cation of dose-response type approaches (Pujol et al. 2009;
Armstrong and Haas 2007; Jones et al. 2009) may also offer a
future option for model development.
Energy assumptions
The energy calculations carried out here are based on an as-
sumed consumption for ventilation flows, the widely applied
degree-daymethod for heat loss andmanufacturer data for the
UV devices.While the relative magnitudes of these parameters
are realistic, the actual energy consumption will be case spe-
cific, depending on the particular system design, local climate,
and operation andmaintenance. In the case of theUV devices,
the results presented in this study are based on two commer-
cially available devices. While this means there is reasonable
confidence in the energy calculations for these particular fix-
tures, the values may not be representative of all UV devices.
There are many designs of devices on the market suited to
different shapes of rooms and ceiling heights, including some
that have greater energy efficiency than those applied in this
study. In applying the model to a real environment, a more
detailed energy assessment using a comprehensive building
energy simulation tool and/or measured consumption data
would be essential.
Model application
The results presented demonstrate the potential of the mod-
eling approach to inform design decisions. Despite the limi-
tations outlined above and the uncertainties in some of the
parameters, the model presents an approach to explore the
relationship between different design parameters. By consid-
ering steady-state conditions with continuous occupancy and,
in many cases, conservative parameter estimates, the results
represent a worst-case scenario. In addition, while the spe-
cific infection risks may vary, the relative benefits of different
system options are consistent.
An ideal design is likely to be one that minimizes both en-
ergy and the transmission of infection. However as the results
show, there is no universal optimum point; hence, the best de-
sign will depend on the particular set of requirements and the
most appropriate trade-off. As can be seen from Figures 4 and
5, installation of a UV device in the source zone (scenarios
3 or 5 depending on infector location) results in arguably the
most reasonable trade-off, with both relatively low infection
risk and energy requirement. However, this is not necessarily
a robust solution; it relies on knowing a patient is infectious
and being able to locate them accordingly. This same behav-
ior is apparent in Figure 6; the zone 1 points on the lower
curve, while closer to an optimum solution, rely on knowledge
of a patient being infectious. It can be seen that installing UV
devices in all patient rooms potentially offers amore robust so-
lution, particularly if the location of an infector is not known;
this corresponds to scenario 4 in Figures 4 and 5. This appears
to be more effective for a given energy cost than installing UV
devices in communal areas, and the two cases here suggest that
this is regardless of the location of the infector.
As shown in Figure 5b, the infection is also likely to play
a role in the decision process. All simulations conducted here
model the infection risk for a normal TB patient in terms
of new cases over a 24-h period yet calculate the energy
requirement over a year. This approach is taken based on
the assumption that for most hospital wards, the presence
of an actively infectious TB patient is rare but may hap-
pen. Investment in systems is therefore justified to prevent
the costs of treating even a small number of cases, and at
the same time, reduces broader risks associated with other
pathogens. However, in some environments, the likelihood of
an infector being present or the chance of particularly vir-
ulent and difficult to treat strains being present may be that
muchhigher that investment in substantially higher ventilation
rates and/or higher powered air disinfection systems may be
warranted.
Current approaches to designing healthcare environments
for infection control are based on national guidance, such as
that provided by ASHRAE and ASHE in the United States
(ASHRAE 2013) and the Department of Health in the United
Kingdom (Department of Health 2007). Design is typically
based on recommendations for minimum ventilation rates in
different clinical environments and calculation of risk, and the
relationship to design and energy consumption is not routinely
carried out. In the case of a high risk of airborne infection,
negative pressure isolation facilities at high ventilation rates
are recommended; however, this assumes rapid identification
and isolation of all infectious patients. Making a decision on
suitable ventilation and whether or not to install additional
protection, such as upper-room UV, is not straightforward
and will depend on many factors, including the ability to treat
an infection, likelihood of passing on to others, patient cohort,
design of the environment, pressure an infection case places
on a health service, and capability of an organization to in-
stall and maintain different types of infection control systems.
Cost will inevitably be a factor, and it may seem that conduct-
ing a cost–benefit analysis to examine the trade-off between
infection control and equipment, maintenance, and energy
needs would enable identification of optimum design. How-
ever this is far from straightforward. Costing the purchase,
installation, and operation of a ventilation or UV disinfec-
tion system is case and country specific, but it is feasible using
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current industry approaches. However, as shown in Noakes
et al. (2012), putting a cost to treating infection is very sub-
jective, depending on the specific infection, hospital operation
and management, and the wider societal and economic im-
pacts of infection cases.
Future development
As highlighted above, the model developed here is applied
to a theoretical airflow environment to explore the model
behavior. A number of the model elements have been widely
applied in other research studies, and several, including the
UV disinfection models, have been validated against experi-
mental and/or CFD simulation studies. A more detailed val-
idation of UV zonal models in a standalone experimental
room can be achieved (Beggs et al. 2006). There is a need for
a full validation of this model in a real ward setting; however,
this is a considerable challenge and may even be impossible.
As the model stands, it enables exploration of the parame-
ters that are important in selecting an appropriate infection
control system and considers infection control and energy re-
quirements of a system together. Future development of the
model to include stochastic effects, characterize uncertainty,
and incorporate a more realistic building airflowmodel would
allow the approach to be used in the future to conduct design
assessments.
Conclusion
The model presented in this study provides a framework for
evaluating the potential benefits of upper-room UV devices
by combining zonal models of building airflow, UV disin-
fection models, the Wells–Riley model of infection risk, and
calculation of energy use to consider infection risk and en-
ergy requirements of different scenarios at the same time.
Although the model has its limitations, it provides valuable
insight into the inter-play between ward design, ventilation,
disease, and device parameters. The results suggest that in-
stallation of upper-room UV may be a more energy-efficient
solution of achieving the same or better reduction in airborne
infection risk than increasing ventilation rates. Installation
in a source patient zone generally yields the greatest benefit
for the smallest outlay; however, where the location of infec-
tious patients is not known, installation of upper-room UV
devices in patient areas is a more robust solution. While min-
imizing inter-zonal transfer between areas reduces infection
risk, the results indicate that UV disinfection may be par-
ticularly beneficial in hospital areas with semi-open design
where there is likely to be substantial air transfer between
spaces. This may be relevant in minimizing opportunist in-
fections in multi-occupant ward environments where patients
are co-located in open bays or in waiting areas or emergency
roomswhere simple partitions or curtains are used to separate
spaces.
The ideal solutionwill clearly dependon the particular envi-
ronment, the particular infection, and considerations around
capital costs, maintenance costs, and in some cases, the ease
of retrofitting. However, the model illustrates the feasibility
of applying air-cleaning technologies as an energy-efficient
solution to controlling infection and shows that consider-
ing the whole ward rather than just a single room may al-
low a more robust system to be installed. This is the case
for both ventilation and air-cleaning approaches and demon-
strates the need to consider how rooms within a healthcare en-
vironment inter-play to tackle both energy use and infection
control.
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